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  No 

 
Panel sensor cable socket 1 

 
Drainback vessel cap 1 

 
Drainback vessel 1 

 
Level indicator 1 

 
Power cable 1 

 
Pump speed selector 1 

 
Pump test button 1 

 
Power indicator light 1 

 
Error indicator light 1 

 
Pump indicator light 1 

 
Cylinder sensor cable socket 1 
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The control unit should be 
secured to the wall and properly 
plumbed.   See Plumbing 
Installation Manual.  Check that 
panel sensor and cylinder sensor 
cables are connected to the 
corresponding sensor sockets (1, 
11), and that cylinder sensor is 
installed in accordance with the 
Plumbing Installation manual. 
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Unscrew the filling cap (2) on 
the drain-back vessel (3). Fill 
with water up to the level of 
the sight glass (4). Replace 
the cap (2). 
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